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October 18, 2017 
 
Powder Mill Fish Hatchery 
New Hampshire Fish and Game 
Mr. Edward Malone 
288 Merrymeeting Road 
New Durham, New Hampshire 03855 
 
Subject:  National Pollutant Discharge Elimination System (NPDES) 

Compliance Sampling Inspection (CSI) 
Powder Mill Fish Hatchery (FH) 
New Durham, NH 
NPDES Permit No. NH0000710 
 

Dear Mr. Malone: 
 
On September 19, 2017 as a representative of the New Hampshire Department of Environmental 
Services (DES), Water Division, Wastewater Engineering Bureau, I conducted a NPDES CSI at the Powder 
Mill Fish Hatchery.  Objectives of the CSI included determining compliance with NPDES permit 
conditions, verifying the accuracy of permit‐required information, and verifying the adequacy of 
permittee sampling and monitoring. 
 
The following people were present during this CSI: 
 
Kevin Dale, Operator, Powder Mill Fish Hatchery, NH Fish and Game 
Teresa Ptak, Permits and Compliance, DES 
 
Enclosed is a copy of EPA’s Water Compliance Inspection Report Form 3560‐3, Attachment A‐Sample 
Data Summary, and the inspection sample results.  The laboratory results for Biochemical Oxygen 
Demand (BOD), Total Suspended Solids (TSS), Total Nitrogen, Ammonia Nitrogen and Total Phosphorus 
were within the allowable permit limitations.  None of the samples were taken in accordance with 
Powder Mill Fish Hatchery’s permit requirements, thus no results must be included in the September 
2017 DMR calculations.    
 
DEFICIENCY: (No further response required). 
 
During the inspection the following deficiency was noted:  
 

1. Thermometers used in support equipment for preservation of NPDES related samples are to 
be calibrated annually against a NIST traceable source or purchased new with certification of 
NIST calibration.  

a. Outfall 001 composite sampler contained a thermometer with serial number (SN) 
9466.  Outfall 002 composite sampler contained a thermometer with SN 3837.  Past 
documentation for calibration of both included the dates of 6/13/2013, 6/4/2014, 
1/4/2016 and 12/28/2016.   
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i. No calibration documentation was available within the timeframe of 
6/5/2014 to 1/3/2016 leaving 18 months between calibrations. 

ii. It is noted documented temperatures for the quarterly sample events 
during the timeframe of 7/2014 to 12/2015 were within the acceptable 
preservation range.         

 
OBSERVATIONS: (No response required). 
   

1. As part of the NPDES inspection, operation and maintenance of the facility laboratory and 
grounds were reviewed. 

a. A container of electrode storage solution lot # 155117 expired 8/2016.  It was noted the 
solution was not in use with the current meter.  Expired material for NPDES related 
equipment should be discarded.      

b. Discharge Monitoring Reports (DMRs) reviewed since the last site visit of April 14, 2015 
documented 10 months for which corrections were requested out of 80 DMR 
submittals.  It is understood facility staff continue efforts to review intended DMR 
submittals to ensure accuracy and completeness.   

i. It is noted all requested edits have been completed and resubmitted.    
 
CORRECTIVE ACTIONS DOCUMENTED:  
 
The New Hampshire Department of Environmental Services, Water Division, Wastewater Engineering 
Bureau reviewed the actions taken by Powder Mill Fish Hatchery in response to the September 19, 2017 
CSI.  Discussions on site and post inspection confirmed resolution of the listed deficiency.  As a result of 
the actions taken by the facility, DES determined that the Powder Mill FH has resolved the issues in a 
manner consistent with the Water Division regulations and NPDES permit requirements.    
 
No further response is required. 
   
Please be advised that DES will continue to monitor Powder Mill FH’s compliance status, and that this 
letter does not provide relief against any existing or future violations. 
 
If you have any questions regarding this matter, please contact me at 603‐271‐1497.  Thank you for your 
cooperation. 
 
Sincerely, 

 
Teresa Ptak 
Permits and Compliance 
Wastewater Engineering Bureau 
 
cc:  DES, WD, WWEB/File 
ec:  Joy Hilton, USEPA Water Technical Unit 
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Attachments:  EPA Form 3560‐3 – Water Compliance Inspection Report 
    Attachment A‐Sample Data Summary 
                             September 19, 2017 Sample Results 
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NPDES INSPECTION CHECKLIST 
MUNICIPAL OR INDUSTRIAL WASTEWATER INDIVIDUAL PERMIT 

 
 

FACILITY NAME:                                                    
 
NPDES PERMIT NUMBER: NH                                                  
 
NPDES PERMIT EXPIRATION DATE:            
 
 

I.  PRE-INSPECTION INFORMATION 
(If Closure Inspection, complete this upper section, Section II and Section XV) 

 
Permittee’s Name:                                              Inspection Date:                            Sampling Date:                        
 
Inspection Type:  CSI       CEI        RI Closure  Facility Type:  Major          Minor 
 
Type of Treatment Process or Type of Discharge:  Grade of Municipal Facility: I            II        III      
                                                                                                                                               IV NA 
 
Date of Last Inspection:                                 Type of Last Inspection:  CSI       CEI       RI 
 
Last Inspection Performed by:   DES  EPA 
 
Name and Title of Responsible Official:                                                                                                                     
  
Name/Grade of Operator in Responsible Charge:                                                                                                           
 
Name/Grade of Back-up Operator in Responsible Charge:                                                                                             
 
Contact (Name/Phone) for Information Regarding Collection System:         
      
Time in:                       Time out:                    
 
 

BACKGROUND INFORMATION 
(Complete this section prior to going to facility; no need to complete if closure inspection ) 

         YES   NO     N/A 
1.    Are the Discharge Monitoring Reports (DMRs) submitted to EPA and DES on time? 

(Permit – Part I) If no, explain:                                                                                               
                                                                                                                              
 
2.    Are the DMRs completed correctly per latest EPA instructions?  If no, explain:                
                 
                                                                          
3.    Has a list of permit violation(s) and DMR error(s) been given to the operator and 

discussed? If no, explain:           
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         YES   NO    N/A 
4a.    a) Is the person signing the DMRs authorized to do so per the federal regulations? 

(40CFR122.22 (b))  If no, explain:        
                         

4b.    b) If yes to 4a., has a copy of the authorization letter been sent to EPA and to DES?  
(40CFR122.22(c))   Received on (date)                                      
                 

 
5.    Has all permit testing been conducted at the correct frequency? (Permit: Part I) If no, 

explain:                         
                 
 
6.    Have all other permit-required reports such as Whole Effluent Toxicity testing, sludge 

testing results, etc., been completed correctly and submitted on time?  (Permit:  Part 
I).  If no, explain:          

                                                                                              
  
7a.    Has all noncompliance which may endanger health or the environment, including all 

violations of daily limits, a) been orally reported within 24 hours and  
7b.    b) followed up with a letter to EPA and DES within 5 days?  (Permit Part II, Section 

D)  If no, explain                 
                  

 
8.    Has the facility explained all permit violations in both the 5-day letters (if applicable) 

and the DMR submittals?  (Permit Part II, Section D)  If no, explain:           
                                                                                                                     
 
9.    Has the facility taken corrective action to address all permit violations? (Permit Part 

II, Section D)  If no, explain:                                                                                                      
                 
 

II. OPENING CONFERENCE 
 

Note: If the facility is unable to meet with you to complete the checklist and perform a site review, then 
sample and reschedule the remaining portions of the inspection at a mutually agreeable time. 

 
1.  Present credentials/review inspection objectives. (Objective-To ensure that the facility is being operated as 
needed to maintain compliance with the facility’s NPDES permit). 
2.  List people present (include Inspector Name(s)): 
 
NAME      TITLE     PHONE #   
                
                
                
                
                
3.  E-mail address:                                                                                                        
4.  Permittee’s mailing address:                                                                                                       

teresa.b.ptak
Text Box
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5.  Facility’s mailing address:                                                                                                           
 

III. PERMIT 
         YES   NO     N/A 
1.    Is a copy of the current permit (Parts I, II and attachments) onsite? 
    (40CFR121.41)   If no, explain:          
                 
 
2.             If the permit is expired or due to expire within 180 days, has a reapplication package 
 been submitted to DES and EPA (40CFR122.21)  If no, explain:     

             
 

 
IV. OTHER NPDES SPECIFIC REPORTS/REQUIREMENTS 

 
1. _____________________________________________________________________________________ 
 
2. _____________________________________________________________________________________ 
 
3. _____________________________________________________________________________________ 
 
4. _____________________________________________________________________________________ 

 
V.  RECORDS/REPORTS 

         YES   NO     N/A 
1.    Are the records and reports maintained by the permittee for at least 3 years?  

(40CFR122.21(p), 40CFR122.41(j)(2), Part II)  If no, explain:     
             

 
2.    If the facility monitors any permitted parameter more frequently than required by the 

permit, using approved test methods, are these additional results included in its DMR 
calculations?  (Permit Part II: Section D.1.d)  If no, explain:      
            

 
3.    Is a random check of analytical results reported on the facilities benchsheets 

consistent with data reported by the permittee on their DMRs? (Part II Section C).  If 
no, explain:                                                                  

                                                                                                                                               
 
 

VI.  FACILITY SITE REVIEW 
         YES   NO     N/A  
1.    Is there excessive scum buildup, grease, foam, or floating sludge in or on any of the 

treatment units? (40CFR122.41(e) and Permit Part II – Section B) If yes, explain:                                         
                                   

2.    Are tank weirs level? (40CFR122.41(e) and Permit Part II – Section B)  If no, 
explain:                 

                                                                                         
 

teresa.b.ptak
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         YES   NO  N/A 
3.    Is there any indication of a hydraulic overload? (40CFR122.41(e) and Permit Part II 

– Section B)  If yes, explain:                                                                                                              
                 

 
4.    Are there any noxious odors leaving the site?  (40CFR122.41(e) and Permit Part II – 

Section B)  If yes, explain:                             
             

 
5.    Are there any unsafe conditions (e.g. slicks, faulty guardrails, missing grating, etc.)?  

(40CFR122.41(e) and Permit Part II – Section B) If yes, explain:               
                                               

 
6.    Is there any evidence of severe corrosion in any piping or equipment?  

(40CFR122.41(e) and Permit Part II – Section B) If yes, explain:                     
                            

                                                                            
7.    Are there any breaks or leaks in any chemical feed lines or other piping?  

(40CFR122.41(e) and Permit Part II – Section B) If yes, explain:                                   
                                                     
 
8.    Is there any surcharging of influent lines, overflow weirs, or other structures?  

(40CFR122.41(e) and Permit Part II – Section B) If yes, explain:                                   
                                                
 
9.    Is there any evidence of septage spills at the septage receiving facility?  

(40CFR122.41(e) and Permit Part II – Section B) If yes, explain:                                   
                                                       
 
10.    Are there any unpermitted flows entering the groundwater or surface water from 

either the wastewater treatment facility or the collection system?  (RSA 485-A:13)  If 
yes, explain:               
             

   
11.    Is there any evidence of potential spills which can contribute pollutants to any storm 

drains?  (RSA 485-A:13) If yes, explain:                         
                                                                               

 
12.    Is there any dry weather flow in the stormwater drainage system within the facility?  

(Possible violation of RSA 485-A:13 – need to investigate/identify source of flow – 
actually check drains on site)  If yes, explain:       
             

 
13.    Does the facility have any floor drains?  (Violation of Permit Part I and RSA 485-

A:13 if discharge to storm drain system, surface water or ground water unless 
specifically permitted – ok if discharge to headworks of WWTP) If yes, where are they 
and where do they discharge?                                                                                               
               

teresa.b.ptak
Text Box
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        YES    NO     N/A 
14.    If yes to 13, and the floor drain(s) discharge to the headworks of the treatment plant, 

are there any chemicals/oil/wastes stored in the vicinity of the floor drain?  If yes, 
explain:            
             
(Recommendation only if to headworks – violation cited in 13 if discharge anywhere  
else – if chemicals spill into headworks, may adversely affect the process and result in  
permit violations) 

 
 

VII.  EFFLUENT/RECEIVING WATER 
         YES   NO     N/A  
1.    Are there any floating solids, oil sheen, color, or foam in the effluent?  (Observation)  

If yes, explain:                                                                                                                   
                                                                                                                                            
 
2.    Are there any floating solids, oil sheen, color, foam or a recognizable plume in the 

receiving water?  (Permit Part I and Env-Ws 1703.03(c)) If yes, explain:                                 
                                                                                                                                           

 
3. Collect sample of effluent.  Complete Attachment A. 

 
VIII.  FLOW MEASUREMENT 

         YES   NO     N/A 
1.    Are influent (if applicable) and effluent flow measuring device(s) professionally 

calibrated, at least once per year? (40CFR122.41(e) and Permit Part II – Section B). _ 
    What type of influent meter is used? ________________________________ 
    What type of effluent meter is used? ________________________________ 
    If no, explain:           

             
 
2.    Do facility personnel check the calibration of the flow measuring device(s) between 

the annual professional calibrations, at least three times per year?  (Recommendation 
only).  If no, explain frequency.  If yes, do facility personnel record the results of these 
additional tests, and are the results within 10 percent accuracy?                     _______ 

                  
 
3.    Are all effluent flow measuring devices clean and free of debris and deposits?  

(40CFR122.41(e) and Permit Part II – Section B)  If no, explain:                                   
                                                       
 
4.    Are the sides of the flume(s) throat vertical and parallel?  (40CRF122.41(e) and 

Permit Part II – Section B)  If no, explain:                          
                 
 
5.    Is the effluent weir level?  (40CRF122.41(e) and Permit Part II – Section B)  If no, 

explain:            
             

teresa.b.ptak
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        YES    NO     N/A 
6.    Is there any leakage around any of the flow measuring devices?  (40CRF122.41(e) 

and Permit Part II – Section B)  If yes, explain:            
                                                                                                                                          

 
 

IX.  SELF MONITORING  
         YES   NO     N/A 
1.    Are the influent and effluent sampling locations representative of the wastestream?  

(Permit Part I and II, Section C) If no, explain:                                   
                                                                                     

 
2.    Are the correct effluent sample types (grab or composite) taken?  (Permit Part I and 

Part II-Section E)  If no, explain:                                                           
                                                                                                                                            
 
3.    If composite samples are required, are they flow-proportioned? 
    [   ] controlled by flow meter   [   ] manually done (Permit Part II-Section E)  If no, 

explain:             
             

 
4.    Are composite samples cooled to <6°C to properly preserve them during the 

compositing period?  (40CFR136)  If no, explain:                                                     
                                  

 
5a.    a) If the composite sample is cooled with ice or gel packs, do you measure the final  
5b.    composite sample temperature to make sure that the cooling is sufficient?  b) Do you 

record these results? (40CFR122.41(e), Permit Part II-Section B and 40CFR136)  If 
no, explain:            
             

 
6a.    a) If a refrigerator is used for preserving composite samples, is there a thermometer in  
6b.    the refrigerator?  b) Is this thermometer checked each time that it is used and are the  
6c.    results of the checks recorded?   c) Or, is the final sample temperature measured and 

the results recorded?  (40CFR122.41(e), 40CFR136 and Permit Part II-Section B)    If 
no, explain:             

                                                                                                                                                 
 
7.    Are all grab samples cooled with ice, gel packs or refrigerated to <6oC from the time 

of collection until analysis including shipping time, if applicable?    If no, explain:  
             

 
8.    Are all samples which require preservation properly preserved? (40CFR122.41(e), 

40CFR136 and Permit Part II-Section B)  If no, explain:      
                                                                                                                                               
 
9.    Are the correct sample containers being used? (40CFR122.41(e), 40CFR136 and 

Permit Part II-Section B) If no, explain:                                                                              

teresa.b.ptak
Text Box
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         YES   NO   N/A 
10.    Is all the sampling equipment and glassware cleaned before being used? 

(40CFR122.41(e), 40CFR136 and Permit Part II-Section B)  If no, explain:   
             

 
11.    Does the facility’s permit require any metals sampling? ____________________ 
 
12.     If yes to 11, does the facility acid wash the sampling containers prior to sample 

collection as required by the approved analytical methods as required by the facility’s 
permit?  If no, explain:          
             

 
 

X.  LABORATORY 
         YES   NO     N/A 
1.    Has a written laboratory QA/QC manual been updated by the facility and approved by 

DES in the last 5 years? (40CFR122.41(e) and Permit Part II-Section B) (Complete 
Attachment B if one has not been completed in past 5 years)  If yes, provide date 
Attachment B completed.  If no or NA, explain:       
             

 
2.    Is the QA/QC manual being used by facility personnel?  If no explain:    

             
 
3.    Does the facility have a copy of the EPA-approved analytical methods for each of the 

analyses performed at the facility?  If no, explain:      
            
                                                                                                                

 
4.    Are the correct analytical testing procedures used and holding times met? (Permit 

Part I and 40CFR136)  (Complete Attachment C)  If no, explain:    
             

 
5.    Are laboratory method detection limits for all parameters tested less than the permit 

limits?  If no, explain:          
             

 
6.     With each batch of samples analyzed, is the permittee conducting quality control 

standards, sample duplicates, spikes and blanks?  (Permit Part I and 40CFR136)  
(Complete Attachment D)  If no explain:       
             

 
7.    If the permittee is using alternate analytical procedures, have they been approved by 

EPA? (40CFR136)  If no, explain:                                                                                                 
              

 

teresa.b.ptak
Text Box
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8.    Is the permittee calibrating and maintaining all laboratory instruments and equipment 
on the periodic basis specified in the Part 136 Analytical Method or in the QA/QC 
Manual? (Annual calibrations for thermometers and balances are required – annual  

 YES    NO   N/A    
    calibrations for all other laboratory instruments are recommended but are not 

required) (40CFR122.41(e), 40CFR136 and Permit Part II-Section B)  If no, explain:  
             

 
9.    Are the thermometer annually checked for calibration using a NIST-certified 

thermometer or does the facility purchase new NIST-certified thermometers yearly? 
(40CFR122.41(e) and Permit Part II-Section B) If no, explain:     
                         

 
10.    Are the reagents and standards being used expired?  (Permit Part II-Section B and 

40CFR 122.41(e)) If yes, explain:                                                                                               
                                                                                                                                               
 
11.    Is proper laboratory grade pure water available for specific analyses?  

(40CFR122.41(e), 40CFR136 and Permit Part II-Section B)  If no, explain:   
             

 
12.    Are laboratory safety devices (eyewash and shower, fume hood, proper labeling and 

storage, pipette suction bulbs) available?   (Recommendation only) If no, explain:  
             

 
13.    Are reagents and solvents used for the analyses properly stored?  (40CFR122.41(e), 

40CFR136 and Permit Part II-Section B) If no, explain:     
             

 
14.    Does the permittee cross-check its calculations?  (Recommendation – may result in 

misreporting which is a violation of the permit – DMRs are certified to be accurate 
by signature) If no, explain:         
             

 
15.    Does the permittee use the correct lab formulae to calculate final results?  

(40CFR136) If no, explain:         
             

 
 

XI.  OPERATIONS AND MAINTENANCE 
         YES   NO    N/A 
1.    Are all treatment units operable?  (Observation – may result in violation of permit –  

40CFR122.41(e) and Permit Part II-Section B)  If no, explain:                                                                                        
                 
 
2.    Does the wastewater treatment facility have an alarm system for all essential 

equipment?  (40CFR122.41(e) and Permit Part II – Section B) If no, explain:   
             

 

Teresa.B.Ptak
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3.    Does the facility check its alarm system?  How often?                       When was the 
alarm system last checked? (40CFR122.41(e) and Permit Part II-Section B)    

                   
         YES   NO     N/A      
4.    Are alarms sent to qualified personnel who can respond immediately to remedy the 

problem? (40CFR122.41(e) and Permit Part II) If no, explain:      
                 
 
5.    Are routine and preventive maintenance scheduled performed and recorded?  

(40CFR122.41(e) and Permit Part II-Section B)  If no, explain:     
                        

 
6.    Does the facility maintain written procedures for responding to emergencies such as 

power failures, floods, fires, and other natural disasters? (40CFR122.41(e) and Permit 
Part II-Section B) If no, explain:          

                 
 
7.    Does the facility maintain a written list of contacts for emergencies? 

(40CFR122.41(e) and Permit Part II-Section B) If no, explain:      
                 
 
8.    Is a logbook kept which documents all plant activities on a daily basis?  

(40CFR122.41(e), Permit Part II-Section B and 40CFR122.41(j)(2))  If no, explain:  
             

 
9.    Does the facility maintain an inventory of spare parts, either at the facility or close by, 

sufficient to keep all of its treatment units operational? (40CFR122.41(e) and Permit 
Part II-Section B) If no, explain:          

                 
 
10.    Does the facility have standby power for all treatment units? (40CFR122.41(e) and 

Permit Part II-Section B) If no, explain:         
                 
 
11.    Is the standby power regularly exercised under load? (40CFR122.41(e) and Permit 

Part II-Section B) If no, explain:          
                 

 
XII. HANDLING AND DISPOSAL OF WASTES 

         YES   NO     N/A 
1.    Is leachate accepted at the facility?   If yes, what are the source(s)? _______________ 
    _____________________________________________________________________ 
    What is the average quantity accepted each month? ______________________ 
 

XIII.  SANITARY SEWER OVERFLOWS 
         YES   NO     N/A 
1.    Have there been any backups or overflows in the sanitary sewer collection system,  
    including pump stations, manholes and piping since the last inspection on_________?  

If yes, explain cause/frequency/locations and corrective actions taken:    

Teresa.B.Ptak
Text Box
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         YES   NO     N/A 
2.    If yes to 1, are these overflows reported to DES and EPA within 24 hours verbally 
     and followed up with a letter in 5 days?  If no, explain:       
                 
 
3.    If yes to 1, have any of these overflows impacted surface water?  If yes, explain:  

            
             

 
4.    Does the stormwater collection system for the municipality have any dry weather 

flows?  (Possible violation of RSA 485-A:13 – need to investigate/identify source of 
flow – actually check drains on site)  If yes, explain:      
             

 
5.    Does the facility have up-to-date maps/schematics of all stormwater outfalls? 

(Recommendation only) If no, explain:___________________________________ 
 
 

XIV.  COMBINED SEWER OVERFLOWS 
         YES   NO    N/A 
1.    Is any portion of the facility’s sewage collection system combined with the storm  
    water collection system with designated outfalls?  (Observation only with referral to 

EPA for follow-up investigation/enforcement) If yes, explain:      
            
             

 
2.    If yes to 1, are all combined system outfalls identified and permitted in your NPDES 

permit?  (RSA 485-A:13 – unpermitted discharge) If no, explain:     
             

 
 

XV. CLOSING CONFERENCE 
1.   Review Findings. 
2. Explain what the next steps are. 
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

12 1/2/2015DMR No Incorrect TP entered into DMR for 
outfall 001B. Lab reports 0.06mg/L, 
facility reported 0.6 mg/L.

2015

1 2/3/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS

2 3/2/2015DMR No 001A DMR correct.
Rec'd DMR for outfall 002A; 
incorrect pH max reported 6.46SU 
should be 6.48SU. Verified in bench 
sheet.

3 3/31/2015DMR Yes Rec'd DMR for quarterly sampling 
event 001B.
NO VIOLATIONS
Rec'd DMR for 002A and quartlery 
sampling event 002B
NO VIOLATIONS

4 5/2/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS

5 6/4/2015pH su 6.5 5.97 Daily 
Minimum

1 No Upstream value 6.59 allowing for 
6.09 SU at 002A
5/13 5.97 SU No verbal or written 
notification, not reported as 
violation on initial DMR submittal.

Rec'd DMR for outfall 001A 
NO VIOLATIONS
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

6 7/1/2015DMR No Daily minimum for pH should be 
5.85SU from 6/26 not 5.97SU from 
6/11 as reported.
Rec'd DMR for quarterly sampling 
event 001B.
NO VIOLATIONS
Rec'd DMR for 002A and quarterly 
sampling event 002B
NO VIOLATIONS

7 7/31/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS

8 9/2/2015DMR Yes Rec'd DMRs for outfall 002A
NO VIOLATIONS

9 9/30/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS
Rec'd DMRs for quarterly testing 
001B & 002B
NO VIOLATIONS

10 11/2/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS

11 12/2/2015DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

12 1/5/2016DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS
Rec'd quarterly DMRs 001A & 002A
NO VIOLATIONS
Included 2015 aquaculture drug and 
chemical certification.

2016

1 2/3/2016DMR Yes Rec'd DMR for outfall 002
NO VIOLATIONS

2 3/1/2016DMR Yes Rec'd DMR for outfall 002A NO 
VIOLATIONS

3 3/31/2016DMR Yes Rec'd DMR for quarterly sampling 
event 001B.
NO VIOLATIONS
Rec'd DMR for 002A and quartlery 
sampling event 002B
NO VIOLATIONS

4 5/4/2016DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

5 6/15/2016DMR No Rec'd DMR for outfall 002A NO 
VIOLATIONS
Errors: 001A reported max pH from 
duplicate
002A reported min and max pH 
from duplicates,
reversed entries for DO saturation 
and concentration, missed 
exceedence entry of "0" for two 
parameters

6 7/13/2016DMR Yes Rec'd DMR for 002A NO VIOLATIONS
Rec'd quarterly DMRs for 001 & 002 
NO VIOLATIONS

7 DMR‐QA 36 Passed pH acceptable.

7 8/11/2016DMR Yes Rec'd DMR for outfall 002A
NO VIOLATIONS

8 9/13/2016DMR No DMR for 002A rec'd
NO VIOLATIONS
ERRORS on 002A: 1) reported DO 
for formalin discharge, no formalin 
used in Aug, should be 9‐conditional 
monitoring 2) incorrect fish feed % 
efficiency reported 
NO errors 001A

9 10/13/2016Formaldehyde mg/L 1.6 4.5 Monthly 
Average

1 Yes

Wednesday, December 06, 2017 Page 10 of 13



Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

9 10/13/2016DMR No ERRORS (001A): 1) reported DO 
associated w/formalin, no formalin 
used in Sept 2016 for outfall 001A 
2) reported 1 pH ex., should be zero 
3) incorrect biomass
3rd quarter DMRs submitted (July to 
Sept) NO VIOLATIONS

9 10/13/2016Formaldehyde mg/L 4.6 75 Daily 
Maximum

2 No VIOLATION: 9/7 75mg/L, 9/12 
60mg/L (002A)
CAUSE: operator error, dosing 
ERROR (002A): Incorrect biomass, 
incorrect total ex. for formaldehyde 
(reported 2 should be 3 to account 
for two daily max violations and one 
monthly avg violation)
Violation of 9/7 not reported within 
24 hours/5days, appropriate verbal 
& written notification rec'd for 9/27

10 11/14/2016DMR No ERRORS (001A):reported DO 
associated with formalin use, no 
formalin use in Oct 2016, reported 
ex. for pH should be zero
ERRORS (002A): reported DO 
associated with formalin use, no 
formalin use in Oct 2016, reported 
ex. for pH should be zero, reported 
incorrect min pH (5.42 versus 5.33)
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

11 12/12/2016DMR No ERRORS (001A): reported ex. for pH, 
should be zero
ERRORS (002A): reported ex. for pH 
should be zero, reported 
concentration for DO in  % 
saturation entry, reported < 
detection limit for hydrogen 
peroxide should be = zero with 
comment on method and kit 
detection limit

12 1/14/2017DMR No 001A, 002A‐ No vios, no errors, 
included 2016 Drug and chem. In 
accord. w/ USFDA regs.
001B, 002B‐ No vios, report errors 
integrating additional sampling.

2017

1 2/13/2017DMR Yes Rec'd DMR for outfall 002A NO Vios

2 3/13/2017DMR Yes 002A no vios

3 4/13/2017DMR No 001A, 002A‐ No vios, no errors
Q1 DMR‐ 001B, 002B‐ No vios, 
report errors integrating additional 
sampling, incorrect FOA.

4 5/9/2017DMR Yes Rec'd DMR for outfall 002A NO 
VIOLATIONS

5 6/13/2017DMR Yes Rec'd DMR for outfall 002A NO 
VIOLATIONS
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Month Postmark 
Date

Parameter Units Permit Limit Result Type Number of 
Violations

Reported 
Properly?

CommentsYear

6 7/10/2017DMR No Rec'd DMR for outfall 002A NO 
VIOLATIONS, no errors on monthly 
DMRs 
Rec'd DMR for quarterly monitoring 
001B & 002B
NO VIOLATIONS, reporting errors‐ 
did not integrate extra sampling 
events for TSS & TP

7 8/14/2017DMR Yes Rec'd DMR for outfall 002A NO 
VIOLATIONS

8 9/14/2017DMR Yes Rec'd DMR for outfall 002 NO 
VIOLATIONS

9 10/11/2017DMR Yes Rec'd DMR for outfall 002A NO 
VIOLATIONS
Rec'd DMRs for quarterly reporting 
001B & 002B
NO VIOLATIONS
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	FACILITY NAME: Powder Mill Fish Hatchery
	NPDES PERMIT NUMBER NH: 0000710
	NPDES PERMIT EXPIRATION DATE: 12/21/2016
	Permittees Name: NH Fish & Game
	Inspection Date: 9/19/2017
	Sampling Date: 9/19/2017
	Date of Last Inspection: 4/14/2015
	Name and Title of Responsible Official: Jason Smith, Chief of Fisheries
	NameGrade of Operator in Responsible Charge: EJ Malone, Superintendent Grade I
	NameGrade of Backup Operator in Responsible Charge: Kevin Dale, Foreman Grade I
	Contact NamePhone for Information Regarding Collection System: NA
	Time in: 9:35am
	Time out: 1:03pm
	Permit  Part I If no explain 1: 
	Permit  Part I If no explain 2: 
	Are the DMRs completed correctly per latest EPA instructions  If no explain 1: 
	Are the DMRs completed correctly per latest EPA instructions  If no explain 2: Note: Requested edits for10 out of 80 DMR submittals. Observation.  
	discussed If no explain 1: 
	discussed If no explain 2: 
	a Is the person signing the DMRs authorized to do so per the federal regulations: 
	40CFR12222 b If no explain: 
	b If yes to 4a has a copy of the authorization letter been sent to EPA and to DES: NOTE: On NetDMR
	40CFR12222c Received on date: 
	Has all permit testing been conducted at the correct frequency Permit Part I If no: 
	explain: 
	testing results etc been completed correctly and submitted on time Permit  Part: 
	I  If no explain: 
	b followed up with a letter to EPA and DES within 5 days Permit Part II Section: 
	D If no explain: 
	Has the facility explained all permit violations in both the 5day letters if applicable: 
	and the DMR submittals Permit Part II Section D If no explain: 
	Has the facility taken corrective action to address all permit violations Permit Part: 
	II Section D If no explain: 
	NAME 1: Kevin Dale 
	NAME 2: Teresa Ptak
	NAME 3: 
	NAME 4: 
	NAME 5: 
	TITLE 1: Operator
	TITLE 2: DES
	TITLE 3: 
	TITLE 4:  
	TITLE 5: 
	PHONE 1: 603-859-2041
	PHONE 2: 603-271-1497
	PHONE 3: 
	PHONE 4: 
	PHONE 5: 
	4  Permittees mailing address: kevin.dale@wildlife.nh.gov, edward.malone@wildlife.nh.gov
	undefined: 288 Merrymeeting Road New Durham NH 03855
	5  Facilitys mailing address: 288 Merrymeeting Road New Durham NH 03855
	Is a copy of the current permit Parts I II and attachments onsite: 
	40CFR12141 If no explain: 
	If the permit is expired or due to expire within 180 days has a reapplication package: 
	been submitted to DES and EPA 40CFR12221 If no explain: 
	IV OTHER NPDES SPECIFIC REPORTSREQUIREMENTS: Checking upstream pH value on same day as outfall sampling if needed? YES, began checking July 2014.
	2: Any mortality of fish > 25% in one event? NO
	3: Any change in fish species raised? NO Any catastrophic damage to culture units? NO
	4: 
	Are the records and reports maintained by the permittee for at least 3 years: 
	40CFR12221p 40CFR12241j2 Part II If no explain: 3+ years
	permit using approved test methods are these additional results included in its DMR: 
	calculations  Permit Part II Section D1d If no explain: EPA 308 letter dated 11/22/2016 requires increased monitoring 12/1/2016 to 11/30/2017.
	consistent with data reported by the permittee on their DMRs Part II Section C  If: Note: Bench sheets attached within NetDMR and reviewed as received.
	no explain: 
	Is there excessive scum buildup grease foam or floating sludge in or on any of the: 
	treatment units 40CFR12241e and Permit Part II  Section B If yes explain: Note: Raceways and circular tanks viewed.  
	Are tank weirs level 40CFR12241e and Permit Part II  Section B  If no: 
	explain_2: 
	Is there any indication of a hydraulic overload 40CFR12241e and Permit Part II: 
	Section B If yes explain: 
	Are there any noxious odors leaving the site 40CFR12241e and Permit Part II: 
	Section B If yes explain_2: 
	Are there any unsafe conditions eg slicks faulty guardrails missing grating etc: 
	40CFR12241e and Permit Part II  Section B If yes explain: 
	Is there any evidence of severe corrosion in any piping or equipment: 
	40CFR12241e and Permit Part II  Section B If yes explain_2: 
	Are there any breaks or leaks in any chemical feed lines or other piping: 
	40CFR12241e and Permit Part II  Section B If yes explain_3: 
	Is there any surcharging of influent lines overflow weirs or other structures: 
	40CFR12241e and Permit Part II  Section B If yes explain_4: 
	Is there any evidence of septage spills at the septage receiving facility: 
	40CFR12241e and Permit Part II  Section B If yes explain_5: 
	either the wastewater treatment facility or the collection system RSA 485A13 If: 
	yes explain: 
	Is there any evidence of potential spills which can contribute pollutants to any storm: 
	drains RSA 485A13 If yes explain: 
	Possible violation of RSA 485A13  need to investigateidentify source of flow: 
	actually check drains on site If yes explain: 
	specifically permitted  ok if discharge to headworks of WWTP If yes where are they: 
	and where do they discharge: All drains sealed with cement.
	are there any chemicalsoilwastes stored in the vicinity of the floor drain  If yes: Note: Two barrels (55 gallon each) of Formaldehyde stored on site in garage.  One barrel (55 gallon) hydrogen peroxide.  
	explain_3: Floor drain sealed in garage. 
	Are there any floating solids oil sheen color or foam in the effluent  Observation: 
	If yes explain: 
	Are there any floating solids oil sheen color foam or a recognizable plume in the: 
	receiving water  Permit Part I and EnvWs 170303c If yes explain: 
	calibrated at least once per year 40CFR12241e and Permit Part II  Section B 1: N/A (UV system online for incoming water treatment, not in use)
	calibrated at least once per year 40CFR12241e and Permit Part II  Section B 2: Measure flow off weirs (calculation)
	What type of effluent meter is used: 
	If no explain: 
	additional tests and are the results within 10 percent accuracy: 
	Are all effluent flow measuring devices clean and free of debris and deposits: 
	40CFR12241e and Permit Part II  Section B If no explain: 
	Are the sides of the flumes throat vertical and parallel 40CRF12241e and: 
	Permit Part II  Section B If no explain: 
	Is the effluent weir level  40CRF12241e and Permit Part II  Section B  If no: 
	explain_4: 
	Is there any leakage around any of the flow measuring devices 40CRF12241e: 
	and Permit Part II  Section B If yes explain: 
	Are the influent and effluent sampling locations representative of the wastestream: 
	Permit Part I and II Section C If no explain: 
	Are the correct effluent sample types grab or composite taken Permit Part I and: 
	Part IISection E If no explain: 
	controlled by flow meter: Note: do time-sequential sampling, every 15 minutes
	explain_5: 
	Are composite samples cooled to 6C to properly preserve them during the: 
	compositing period  40CFR136 If no explain:  
	record these results 40CFR12241e Permit Part IISection B and 40CFR136 If: 
	no explain_2: 
	the results recorded 40CFR12241e 40CFR136 and Permit Part IISection B: 
	no explain_3: 
	of collection until analysis including shipping time if applicable: Note: Grab samples for pH, DO, temperature. Quarterly,composite testing parameters (BOD/TSS,TP,TN & NH3) transported by cooler. 
	Are all samples which require preservation properly preserved 40CFR12241e: 
	40CFR136 and Permit Part IISection B If no explain: 
	Are the correct sample containers being used 40CFR12241e 40CFR136 and: 
	undefined_2: 
	undefined_3: 
	40CFR12241e 40CFR136 and Permit Part IISection B If no explain: 
	Does the facilitys permit require any metals sampling: 
	collection as required by the approved analytical methods as required by the facilitys: 
	permit  If no explain: 
	Attachment B if one has not been completed in past 5 years  If yes provide date: Next review 2/26/2019
	Attachment B completed  If no or NA explain: 
	undefined_4: 
	Is the QAQC manual being used by facility personnel  If no explain: 
	Does the facility have a copy of the EPAapproved analytical methods for each of the: 
	analyses performed at the facility If no explain 1: Note: Using Standards Methods 22nd Edition
	analyses performed at the facility If no explain 2: 
	Are the correct analytical testing procedures used and holding times met Permit: 
	Part I and 40CFR136 Complete Attachment C  If no explain: 
	Are laboratory method detection limits for all parameters tested less than the permit: 
	limits  If no explain: 
	standards sample duplicates spikes and blanks Permit Part I and 40CFR136: 
	Complete Attachment D  If no explain: 
	If the permittee is using alternate analytical procedures have they been approved by: 
	EPA 40CFR136 If no explain: 
	required 40CFR12241e 40CFR136 and Permit Part IISection B If no explain:                  Next calibration for pH meter and DO meter 9/2017, scheduled for calibration 9/25/2017.
	thermometer or does the facility purchase new NISTcertified thermometers yearly: 
	40CFR12241e and Permit Part IISection B If no explain: See deficiency.
	Are the reagents and standards being used expired Permit Part IISection B and: 
	40CFR 12241e If yes explain: 
	undefined_5: 
	40CFR12241e 40CFR136 and Permit Part IISection B If no explain_2: 
	Are laboratory safety devices eyewash and shower fume hood proper labeling and: 
	storage pipette suction bulbs available: 
	Are reagents and solvents used for the analyses properly stored 40CFR12241e: 
	40CFR136 and Permit Part IISection B If no explain_2: 
	misreporting which is a violation of the permit  DMRs are certified to be accurate: 
	Does the permittee use the correct lab formulae to calculate final results: 
	40CFR136 If no explain: 
	Are all treatment units operable Observation  may result in violation of permit: 
	40CFR12241e and Permit Part IISection B If no explain_2: Note: Viewed raceways and circular tanks. 
	undefined_6: 
	equipment 40CFR12241e and Permit Part II  Section B If no explain: Note: Superintendent lives on site.
	Does the facility check its alarm system  How often: 
	When was the: 
	alarm system last checked 40CFR12241e and Permit Part IISection B: Note: composite sampler on battery back up power
	Are alarms sent to qualified personnel who can respond immediately to remedy the: 
	problem 40CFR12241e and Permit Part II If no explain: 
	Are routine and preventive maintenance scheduled performed and recorded: 
	40CFR12241e and Permit Part IISection B If no explain_3: 
	power failures floods fires and other natural disasters 40CFR12241e and Permit: 
	Part IISection B If no explain: 
	Does the facility maintain a written list of contacts for emergencies: 
	40CFR12241e and Permit Part IISection B If no explain_4: 
	40CFR12241e Permit Part IISection B and 40CFR12241j2 If no explain: Logbook entries available electronically.
	sufficient to keep all of its treatment units operational 40CFR12241e and Permit: Note: spare parts available for FH operation.
	Part IISection B If no explain_2: 
	Does the facility have standby power for all treatment units 40CFR12241e and: Note: Battery back up for effluent composite sampler
	Permit Part IISection B If no explain: 
	Is the standby power regularly exercised under load 40CFR12241e and Permit: Note: Battery back up for effluent composite sampler
	Part IISection B If no explain_3: 
	If yes what are the sources: 
	Is leachate accepted at the facility: 
	What is the average quantity accepted each month: 
	Have there been any backups or overflows in the sanitary sewer collection system: 
	including pump stations manholes and piping since the last inspection on: 
	1: 
	2_2: 
	3_2: 
	If yes to 1 are these overflows reported to DES and EPA within 24 hours verbally: 
	and followed up with a letter in 5 days  If no explain: 
	undefined_7: 
	If yes to 1 have any of these overflows impacted surface water  If yes explain 1: 
	If yes to 1 have any of these overflows impacted surface water  If yes explain 2: 
	flows Possible violation of RSA 485A13  need to investigateidentify source of: 
	flow  actually check drains on site If yes explain: 
	Does the facility have uptodate mapsschematics of all stormwater outfalls: 
	water collection system with designated outfalls Observation only with referral to: 
	EPA for followup investigationenforcement If yes explain 1: 
	EPA for followup investigationenforcement If yes explain 2: 
	If yes to 1 are all combined system outfalls identified and permitted in your NPDES: 
	permit RSA 485A13  unpermitted discharge If no explain: 
	Inspection type: CSI
	Facility type: Minor
	Grade: NA
	Inspection performed by: DES
	Last Inspection type: CSI
	YesNoNA: Choice5
	A1: Yes
	A2: Yes
	A3: Yes
	A4a: Yes
	A4b: NA
	A5: Yes
	A6: 6
	A7a: Yes
	A7b: Yes
	A8: Yes
	A9: Yes
	B1: Yes
	B2: Yes
	E1: Yes
	E2: Yes
	E3: Yes
	F1: 3
	F2: Yes
	F3: 3
	F4: No
	F5: No
	F6: No
	F7: No
	F8: No
	F9: NA
	F10: No
	F11: No
	F12: No
	F13: Yes
	F14: Yes
	G1: No
	G2: No
	H1: Yes
	H2: NA
	H3: Yes
	H4: NA
	H5: Yes
	H6: No
	Group1: Off
	I1: Yes
	I2: Yes
	I3: NA
	I4: Yes
	I5a: NA
	I5b: NA
	I6a: Yes
	I6b: Yes
	I6c: NA
	I7: Yes
	I8: Yes
	I9: Yes
	I10: Yes
	I11: NA
	I12: NA
	J1: Yes
	J2: Yes
	J3: Yes
	J4: Yes
	J5: Yes
	J6: Yes
	J7: NA
	J8: Yes
	J9: No
	J10: No
	J11: Yes
	J12: Yes
	J13: Yes
	J14: No
	J15: Yes
	K1: NA
	K2: NA
	K3: NA
	K4: NA
	K5: Yes
	K6: Yes
	K7: Yes
	K8: Yes
	K9: NA
	K10: NA
	K11: NA
	L1: NA
	M1: NA
	M2: NA
	M3: NA
	M4: NA
	M5: NA
	N1: NA
	N2: NA
	Type of Treatment Process or Type of Discharge: Fish Hatchery settling tank/bed
	Text2: 
	Text1: 
	Text3:  


